[image: image1.wmf]

GENERAL

The following instructions are intended to outline the procedure to be followed for the installation, operation, and maintenance of the YORK system.

General Installation, Operating, and Maintenance instructions are included.  Where specific instruction is different from the standard service instructions, the specific instruction takes precedence.  On matters not covered by the specific instructions, the standard instructions may be used.  Specific instructions will be included with the Installation, Operation and Maintenance instructions later.

It is important that those responsible for the installation, operation, and maintenance of this system are provided with a copy of the IOM and they thoroughly study its contents.  This will insure the successful operation of the plant.

It is recommended that the testing, charging, and adjusting of the system initially be supervised by a qualified representative of YORK INTERNATIONAL CORPORATION, and it is suggested that those who will later operate and maintain the system be present during this phase to learn first hand the procedures followed.

It is suggested that any major service maintenance operation and installation of field piping be supervised by a factory-trained service representative of YORK INTERNATIONAL CORPORATION.  This is specifically recommended should it be necessary to open the compressor or system for any reason.  For service or parts contact:

For Service and Parts contact: 
Local York District Service Office - Service Manager
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