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SECTION 12 - INSTRUMENTATION


PLC CONTROL SYSTEM OM

NOTE:  REFER TO SECTION 19 OF THIS MANUAL FOR PLC PANEL COMPONENT VENDOR DATA INCLUDING ALLEN-BRADLEY, BENTLY NEVADA, EXPO, INRAX/PROSOFT AND MOORE INDUSTRIES.


ELECTRICAL CONTROLS DESCRIPTION - PLC 

ELECTRICAL WIRING DIAGRAM LEGEND
640D0088

PNEUMATIC ELECTRIC DIAGRAM
669D0124

CONTROL LOGIC DIAGRAM
669D0127

CONTROL PANEL WIRING/ASSEMBLY DIAGRAM
645D1279

COMPRESSOR PROXIMITOR PANEL DIAGRAM
648D2383

GEAR PROXIMITOR PANEL DIAGRAM
648D2384

CUSTOMER INTERFACE JUNCTION BOX DIAGRAM
648D2406

PROPER INSTALLATION OF ELECTRONIC EQUIPMENT 

S90-400 SB


INSTALLATION PRACTICES 


STARTER SPECIFICATION SHEET

SHUTDOWN AND OPERATING SETPOINTS DATA SHEET
EXPO Z PURGE PANEL DRAWING
AMP-04L
EXPO PURGE PANEL IOM
M496MNLC
EXPO PURGE PANEL CERT OF COMPLIANCE
1X8A4.AE
EXPO PURGE QUICK INSTALLATION GUIDE
XBR-8TD0-009
EXPO PURGE PANEL SPEC SHEET

TRANSMITTER CALIBRATION SHEETS
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